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PENTHOUSE ELECTRICAL DEMOLITION PLAN
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GENERAL NOTES

A.  BUILDING WILL BE IN USE DURING CONSTRUCTION.
SCHEDULE AND CARRY OUT THE WORK IN SUCH A
MANNER AS TO CAUSE THE OWNER A MINIMUM OF
INCONVENIENCE DUE TO SERVICE INTERRUPTION.
TEMPORARY SERVICES (FEEDER, BRANCH CIRCUIT, AND
SIGNAL SYSTEMS) SHALL BE INSTALLED IF ONE AREA
OR PHASE OF CONSTRUCTION DISRUPTS SERVICE TO
ANOTHER AREA OF THE BUILDING(S) OR IF THE
EQUIPMENT, CONDUITS, OR FEEDERS HAVE TO BE
RELOCATED TO ALLOW CONSTRUCTION TO PROGRESS.
SERVICE INTERRUPTIONS SHALL BE CONFINED TO THE
SMALLEST AREA POSSIBLE AT ANY ONE TIME AND
INTERRUPTIONS SHALL BE SCHEDULED WITH THE
OWNER'S SITE REPRESENTATIVE. THERE SHALL BE
DESIGNATED AREAS WHERE INTERRUPTIONS LIMITED TO
AND SHALL BE CONDUCTED AFTER HOURS (9:00 PM
— 6:00 AM) AND WEEKENDS. AFTER SERVICE HAS
BEEN RESTORED FOLLOWING AN INTERRUPTION,
INSPECT AREAS AFFECTED BY THE INTERRUPTION AND
BE RESPONSIBLE FOR RETURNING AUTOMATICALLY
CONTROLLED EQUIPMENT TO THE SAME OPERATING
CONDITION WHICH EXISTED PRIOR TO THE
INTERRUPTION.

B.  SIGNIFICANT NOISE PRODUCING WORK SHALL BE

CONDUCTED AFTER HOURS (9:00 PM — 6:00 AM) AND
WEEKENDS.

C. REMOVE, REPLACE, RELOCATE, ETC. ANY ELECTRICAL
DEVICES AND/OR ANY CONDUIT/WIRING AS REQUIRED
TO COMPLETE REMODELING AS INDICATED IN THE
CONTRACT DOCUMENTS.

D. DRAWINGS INDICATE EXISTING CONDITIONS AS THEY
WERE INDICATED ON OWNER PROVIDED AS—BUILT
DRAWINGS AND SITE VERIFICATION. ACTUAL
CONDITIONS MAY VARY FROM THE CONDITIONS
INDICATED. THE CONTRACTOR IS RESPONSIBLE TO
FIELD VERIFY EXACT CONDITIONS.

E. ALL DEVICES, EQUIPMENT, CABLING, ETC. INDICATED IN
THE CONTRACT DOCUMENTS TO BE REMOVED SHALL
BE THE RESPONSIBILITY OF THE CONTRACTOR TO
DISPOSE OF IN ACCORDANCE WITH LOCAL AND
FEDERAL REGULATIONS. REFER TO SPECIFICATIONS FOR
ADDITIONAL INFORMATION.

F.  LABEL NEW DEVICES WITH CIRCUITING INFORMATION AS
NOTED IN SPECIFICATION.

G. SEE MECHANICAL SCHEDULES FOR ADDITIONAL
INFORMATION.

NOTES ON THIS DRAWING

@ DEMOLISH MOTOR CONNECTION AND FEEDER TO
SOURCE.

@ LABEL ABANDONED MOTOR STARTER AS SPARE.

<:’> PROVIDE FEEDER AND CONNECT TO EXISTING
DISCONNECT.

l

<4> PROVIDE AND INSTALL THE FOLLOWING NEW CUTLER
HAMMER CIRCUIT BREAKER FOR NEW BRANCH
CIRCUITS:
« (1) 480V, 3P, 70A, 25KAIC

1 H 7| |ETPNC-1
» 4 ) J0—EUH—11 75 KVA
1/8 —1 _O NFSS 30A 295A ELPNC-1
NI | — P P — | VO |
I 1
| | ¥ T—MCC—-FW1/56
MCC—PW1/13
(SIZE 0)
o MCC—PWI[3 28 70—EF—127
8 ¥
L M
NLPNW—1/27
NLPNW-1/20 ) EACC_PV\)H/ZQ 70—EF—152
SIZE O
A
5#6&1#8GND., 1”C. MCC—PW1/10 s
70—SF—56 (SIZE 1)
L o20 ‘, o EHPC—1/10\%
g0 4 IJ%T [zk] s E75]
@ /1 3 3P/100A NFSS Eg{ \&/ L \ = [
2 —
) 30/3 N — 3/%) | "
e UBK107 | £ X SEE AREA "B
1#8 GRD., 30/3 | MC(g&FEWg) 30
NFSS %
1"C — 3#4 & #8 GND W MCC\-PW1/27 @ EHPNW-1/18 TMOBLLE, tper—ory
\ e 70—EF—1p4 70—-P—-15 | |" D—EF+1116 / W/ METE {5k-101 )
. NLPNW—1/14,16,18 . | | 3P30
NFSS [F = c-9
L —_—————— ’_ ]
| | i
| | | |
| |
@ 70— EF—122 . L e=1 | — | 3 B .
MCC—PW1/{5 EHPNW-2/4 | | I \/ | | |
(SIZE 1) MCC—PW1/12 | | | | ] ‘
MCC—PW1 /8 ‘
70—RF—38 70—EF—126
H J.\ /Q/ Ht
40" % 40" %E ]
A e FiF l' -1
] / !
30/3 NFSSJ sj
30/3 NFS
@ L k1 q-_,’:r.
3P30 NFSS l@
1
ATS—EPNC]
| | | #49
a1 o 9
® ® D o~ D
SUB-11 1000KVA ELPSE—1/28,30 EDP=NC
EHPNC-1
EHPNC-2
PENTHOUSE ELECTRICAL NEW PLAN _ e
1 1/8=1"-0" S T1 |75 kva o
/ == NFSS S0 298A ELPNC—1
H - FULLY SPRINKLERED
i Sl — —_— —_— —_ SE
SEETEREET | o EOTRCAL PENTHOUSE PLANS VA SPD HVAC IMPROVEMENTS Pé?gc;zﬁh 1ce o
GENERAL CONTRACTOR AND/OR ALL SUBCONTRACTORS SHALL FIELD VERIFY ALL DIMENSIONS SHOWN ON THESE PLANS AND SHALL BE e — laws of the State of Minescto =4~ Off f
] RESPONSIBLE FOR VARIATIONS BETWEEN PLAN DIMENSIONS AND ACTUAL FIELD DIMENSIONS. WHERE VARIATIONS ARE FOUND TO OCCUR, - F
iR THE CONTRACTOR SHALL NOTIFY THE PROJECT ENGINEER IN WRITING PRIOR TO PROCEEDING WITH CONSTRUCTION; NO ADJUSTMENT TO DUNHAM - C Building Number F 1 t
THE WORK WILL BE MADE WITHOUT THE PRIOR APPROVAL OF THE PROJECT ENGINEER.
& Vg TRUE NORTH CURTIS BARLAGE ACLIIUCS
L Lil GENERAL CONTRACTOR SHALL BE RESPONSIBLE FOR GENERAL DEMOLITION INCLUDING REMOVAL OF WALLS, PARTITIONS, DOORS & Dunham Associates, Inc. | : | Date08/13/2012 Reg. No.45914 70
— CEILING & FLOORS. ANY AND ALL CUTTING OF CONCRETE FLOORS, WALLS OR STRUCTURE SHALL BE THE GENERAL CONTRACTOR’S 50 South Sixth Street / Suite 1100 | Managem ent
Z (O RESPONSIBILITY. CORE DRILLING THROUGH CONCRETE WALLS, FLOORS OR STRUCTURE FOR PIPING OR CONDUIT SHALL BE THE i e 4091640 | Drawing Scale Approved: Cynthia Dooliftle, Chief, Projects Section Locafion \ A. MEDICAL CENTER DRAWING NO
Ll — RESPONSIBILITY OF THE SUBCONTRACTOR BY TRADE; FIRESTOPPING OF THESE OPENINGS SHALL BE DONE BY THE RESPECTIVE pols, -1 AS NOTED ONE VETERANS DRIVE .
D) SUBCONTRACTOR. REMOVAL OF DEBRIS RESULTING FROM DEMOLITION, CUTTING, AND/OR DRILLING IS THE RESPONSIBILITY OF THE pHONE 612.465.7550  rax 612.465.7551 t| - | MINNEAPOLIS. MN 55417
A ADDENDUM #3 02/18/13 GENERAL CONTRACTOR. PATCHING AND REPAIR OF CONCRETE WALLS, FLOOR, OR STRUCTURE SHALL BE THE RESPONSIBILITY OF THE wee  dunhameng.com o = —= — e Ch* — = 1254_E2 ‘v-\ Department of
GENERAL CONTRACTOR; THIS WILL BE ACCOMPLISHED UPON COMPLETION OF THE INSTALLATION OF ANY AND ALL UTILITIES INSTALLED : : : S ot Scale pproved: Steven Challeen, Director, Engineering Date ecke rawn \ A —
A ADDENDUM #1 02/05/13 BY THE VARIOUS SUBGONTRACTORS. mechanical + electrical consulting engineering PLAN NORTH EDEI 19" — 1'—0” 08/13/2012 Sw CB Veterans Affairs
REVISIONS DATE Dwg. 28 0f 28




	E2 ELECTRICAL PENTHOUSE PLANS.dwg
	Layout


